From: 	Terry Parks


To:	AIA Notification


Date: 	4/15/2004 1:34:14 PM


Subject: 	Boiler Technical Gram � Electric Boiler Stamping





Date:	April 15, 2004





To:	Authorized Inspectors


	Authorized Inspection Agencies





From:	Terry Parks, Chief Inspector, Texas





Subj:	Electric Boiler Stamping





In accordance with ASME Section I, PG�2.2, under “Service Limitations”, the boiler may be constructed and stamped at a lower service pressure provided all applicable requirements of Section I are met.





Example:





The boiler has an internal vessel that is “M” stamped and a MAWP of 100 psig on the data plate, while on the exterior of the boiler there is another nameplate that has an “E” stamp and a MAWP of 15 psig.





This condition is satisfactory as long as all Section I requirements are met.





Any questions regarding this technical gram should be addressed to Terry Parks, Chief Inspector; Walter Williams, Inspection Specialist; or George Solomon, Inspection Specialist.





RETAIN THIS MEMO FOR FUTURE REFERENCE.








CC:	George Solomon;  Walter Williams
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