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AIA BOILER TECHNICAL GRAM
Date:
December 16, 2004
To:
Authorized Inspectors

Authorized Inspection Agencies
From:
Office of the Chief Inspector


TDLR, Compliance Division, Boiler Program

Subj:
Hamilton Engineering Stacked Boilers
Hamilton Engineering has submitted documentation to us for their boilers that are designed to be stacked.  These boilers are approved for stacking and are added to the list.

The following Hamilton Engineering model numbers are approved for stacking:

HE 135 – 180

HE 225 – 270

HE 315 – 360

HE 399 – 499

HV 300 – 501

HE 495
HV 651 – 751

HE 645 – 745

HV 990

HE 985

HV 1260

HE 1255

HV 1440

HE 1435

HV 1800

HE 1795

HV 2070

HE 2065

The above model numbers can be stacked only on racks manufactured by Hamilton Engineering.  A metal tag will be attached to the rack indicating it was manufactured by them.  (See example.)

Rule 65.70(f)(2) of the Texas Boiler Rules mandates the four (4) foot clearance between the top of the boiler and roof joist would not apply to the clearance between the boilers.  A Repair Requirement form should be written with a recommendation to grant a variance to the four (4) foot requirement.  The clearance requirement for the top boiler to the roof joist also applies and a variance may be granted if the clearance meets the manufacturer’s minimum clearance requirements for the top of the boiler.
Any questions regarding this technical gram should be addressed to Terry Parks, Chief Inspector; Walter Williams, Inspection Specialist; George Solomon, Inspection Specialist; or Thomas Dwyer, Inspection Specialist.

PLEASE RETAIN THIS MEMO FOR FUTURE REFERENCE.
Example
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