BOILER TECHNICAL GRAM
Date:
May 23, 2006
To:
Authorized Inspectors

Authorized Inspection Agencies

From:
Office of the Chief Inspector


TDLR, Compliance Division, Boiler Program

Subj:
Stacked Boilers (PVI)
Previously in Boiler Technical Gram dated February 18, 2004 regarding PVI stacked boilers, PVI was approved for the 36121 and 40278 racks.  With this Technical Gram, the previous Technical Gram is expanded to include PVI rack 23657.

The PVI rack is detailed in the attached drawing number CO6736-4.

Any questions regarding this Technical Gram should be addressed to Terry Parks, Chief Inspector, George Solomon and Tom Dwyer, Inspection Specialists.
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UST_OF MATERIALS

TEMOTY[PART KO.] OWG. NO. DESCRIPTION

1| 8| 03753 |BO6440—\[GUSSET,1/4 X 5 X 10 ,COMM. QUAL PLT.
2 | 8 | 00397 | C06409—1|GUSSET,CHANNEL 2 X | XI/B X 13

3 | 4 | 73581 TIEG CHANNEL 3 X 2}

4 [ 4] 2361 ~ [SUPPORT.LEG TUBING 3/16 X 2 X I X 44
5] 2] 003 CO6489—1 SKID CROSS MEMBER | X 29 vm

6] 2 3656 PIPE,SKID CROSS MEMBER 1 X 30 |

7Y 2 58 RUNNER,SXID |—BEAM 3 X 5.7¢/71 X 68 1/7|
a2 i) ROUER.SID I-BEAN 3 X S7J/1T X 65 .ﬁ%. ouws|
9 23662 SPACER'SKID | 1/2 X 2 172 X L
10 04872 BOLT,5/8~11 NC X 3 PLAIED REX HEAD
11 03487 NOT,HEX 5/8-11 NC STEEL

2] 8 | 03511 WSAHER FLAT 5,

1/27-(4) PLCS.





